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STORMWATER MANAGEMENT FOR THIS SITE IS PROVIDED IN ACCORDANCE WITH THE MDE 2000
MARYLAND STORMWATER DESIGN MANUAL.  THIS DEVELOPMENT IS CLASSIFIED AS  NEW
DEVELOPMENT.  STORMWATER MANAGEMENT IS PROVIDED FOR THE SITE AS FOLLOWS:

-  ESDV COMPUTATIONS FOR  NEW DEVELOPMENT SHOW THAT THE ESDV REQUIRED IS 1,670 CF.  ONE
   MICRO-BIORETENTION AREA AND SIX NON-ROOF DISCONNECTIONS PROVIDE 2,354 CF OF ESDV. 

-  CHANNEL PROTECTION VOLUME REQUIREMENTS ARE MET THROUGH THE USE OF MICRO-SCALE
   PRACTICES WITHIN THE ESDv VOLUME. THESE PRACTICES ARE LISTED ABOVE.

-  OVERBANK FLOOD PROTECTION, OR MANAGEMENT OF THE 10-YEAR STORM EVENT, IS PROVIDED
   THROUGH THE USE OF MICRO-SCALE PRACTICES  AND THE REDUCED RCN METHOD. RUNOFF FROM 
   MICRO-BIORETENTION AREA WILL CONNECT TO THE EXISTING STORM DRAIN. THE REMAINING
   RUNOFF WILL SHEET FLOW TO THE SITE OUTFALL.

-  EXTREME FLOOD PROTECTION, OR MANAGEMENT OF THE 100 YEAR STORM EVENT IS NOT REQUIRED
   FOR THIS SITE. THERE IS NO EVIDENCE OF EROSION OR SEDIMENTATION AT THE SITE OUTFALLS.
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